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DCM 3S-XLD Revision A03.03.01

DCM Test Report
Cable Type 1 4x2x24 x PE/PVC Factory Number : PHOENIX Data File Name  : DA055467.D3S
Cable 1.D. : UIUTP#24X4P CABLE Order Number : 8183 GY-265 200930182 Specification File  : CAT5e-305M.S3S
Temperature :25.00°C Relative Humidity 150 % Test Date/Time : 09/02/2020 05:42:54 AM
Length :305.00m Number of Pairs to Test 4 Operator : M 200901WE301009/1
Starting Position :5 Analyzer Type :ENA
Pass - Fail Test Certificate - 4 Pairs
High Frequency
Test Type Test Result
Input Impedance (Zin)(Ohms)(Terminated) OK
Return Loss (RL)(dB) OK
Insertion Loss (IL)(Curve Fit)(dB/100.0 m)@20C OK
Near End Crosstalk Loss (NEXT)(dB) OK
Power Sum NEXT(PSNEXT)(dB) OK
Low Frequency
Test Type Test Result
Conductor Resistance(Ohms/100.0 m)@20C OK
Resistance Unbalance( %o ) OK
Mutual Capacitance(nF/100.0 m)@1000Hz OK
Cap. Unbalance to Ground(pF/100.0 m)@1000Hz OK
Signature: Approved: Date:

Printed with software revision A03.03.01.
Retrieved on 09/17/2020 at 10:58:41 AM



Report Format Copyright 1998/2010
BETALaserMike, Inc.

Page 2
DCM 3S-XLD Revision A03.03.01

DCM Test Report
Cable Type 1 4x2x24 x PE/PVC Factory Number : PHOENIX Data File Name  : DA055467.D3S
Cable I.D. - UIUTP#24X4P CABLE Order Number : 8183 GY-265 200930182 Specification File  : CAT5e-305M.S3S
Temperature :25.00°C Relative Humidity 150 % Test Date/Time : 09/02/2020 05:42:54 AM
Length :305.00m Number of Pairs to Test 4 Operator : M 200901WE301009/1
Starting Position :5 Analyzer Type :ENA
Worst Case Summary
High Frequency
Test Type Specification Measured (Pair) Margin @ Frequency (MHz) Test Result
Input Impedance (Zin)(Terminated) 85.0 (Min) 90.0 (Pair 2) 5.0 50.86 Passed
Input Impedance (Zin)(Terminated) 115.0 (Max) 106.2 (Pair 2) 8.8 95.08 Passed
Return Loss (RL) 22.1 (Min) 25.2 (Pair 4) 31 50.86 Passed
Insertion Loss (IL)(Curve Fit)@20C 2.04 (Max) 1.88 (Pair 1) 0.16 1.00 Passed
Near End Crosstalk Loss (NEXT) 57.2 (Min) 64.1 (Pairs 2-4) 6.9 3.46 Passed
Power Sum NEXT(PSNEXT) 54.0 (Min) 63.1 (Pair 2) 9.1 353 Passed
Max. Graph Po_int: 109.5 at 1.12 MHz Max. Graph P(_)int: -24.8 at 1.16 MHz
130.0 Min. Graph Point: 90.0 at 50.86 MHz 100 Min. Graph Point: -66.8 at 31.67 MHz
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N/A = Not Applicable.
--- = Disable/Bypassed Pair.

* = Measured value out of spec.
xxx = No entry.

*** = Measured value is invalid.

Printed with software revision A03.03.01.
Retrieved on 09/17/2020 at 10:58:41 AM



U/UTP#24X4P CABLE

4x2x24 x PE/PVC

DA055467.D3S ~ 09/02/2020  05:42:54 AM

Max. Graph Point: -45.0 at 81.30 MHz

Min. Graph Point: -83.1 at 2.37 MHz
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N/A = Not Applicable.

--- = Disable/Bypassed Pair.

* = Measured value out of spec.
xxx = No entry.
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DCM 3S-XLD Revision A03.03.01

*** = Measured value is invalid.

Printed with software revision A03.03.01.
Retrieved on 09/17/2020 at 10:58:41 AM



U/UTP#24X4P CABLE  4x2x24 x PE/PVC  DAO055467.D3S  09/02/2020  05:42:54 AM Page 4
DCM 3S-XLD Revision A03.03.01
Worst Case Summary
Low Frequency
Statistical Parameter Maximum Minimum Average Maximum Standard Deviation
Test Type Spec Limit Measured Spec Limit Measured Spec Limit Measured Spec Limit Measured Result
Conductor Resistance(Ohms/100.0 m)@20C 9.38 9.04 XXX 8.87 XXX 8.94 XXX 0.068 Passed
Resistance Unbalance( % ) 5.00 0.51 XXX 0.03 XXX 0.17 XXX 0.197 Passed
Mutual Capacitance(nF/100.0 m)@21000Hz 5.60 4.87 XXX 4.75 XXX 481 XXX 0.053 Passed
Cap. Unbalance to Ground(pF/100.0 m)@1000Hz 330.00 36.22 XXX 9.26 XXX 16.65 XXX 11.319 Passed
Detail: Resistance/Capacitance Measurement -Normalized

Conductor Conductor Capacitance
Test Resistance Resistance Resistance Mutual Unbalance
Types Ra Rb Unbalance Capacitance to Ground Test

@20C @20C @1000 Hz @1000 Hz Result
Unit Ohms/100.0 m Ohms/100.0 m % nF/100.0 m pF/100.0 m
Max Spec 9.38 9.38 5.00 5.60 330.00
Min Spec XXX XXX XXX XXX XXX
Pair 1 [5] 9.04 9.03 0.08 4.87 9.26 Passed
Pair 2 [6] 8.87 8.88 0.06 4.76 -9.94 Passed
Pair 3[7] 8.99 8.94 0.51 4.86 1119 Passed
Pair 4 [8] 8.88 8.87 0.03 4.75 36.22 Passed

N/A = Not Applicable.
--- = Disable/Bypassed Pair.

* = Measured value out of spec.

xxx = No entry.

*** = Measured value is invalid.

Printed with software revision A03.03.01.
Retrieved on 09/17/2020 at 10:58:41 AM
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DCM 3S-XLD Revision A03.03.01

Summary and Graphic: Input Impedance (Zin)(Terminated)

Specification Measured(Ohms) Margin (Ohms) @ Frequency (MHz)
Pair Minimum Maximum Minimum Maximum Minimum Maximum Minimum Maximum Test Result
Pair 1 [5] 85.0 115.0 93.8 103.4 8.8 116 49.84 25.82 Passed
Pair 2 [6] 85.0 115.0 90.0 106.2 5.0 8.8 50.86 95.08 Passed
Pair 3[7] 85.0 115.0 93.7 103.5 8.7 115 49.84 90.16 Passed
Pair 4 [8] 85.0 115.0 90.3 104.4 53 10.6 51.37 12.04 Passed
Max. Graph Pojnt: 109.0 at 1.10 MHz Max. Graph Pojnt: 109.5 at 1.12 MHz
130.0 Min. Graph Point: 93.8 at 49.84 MHz 130.0 Min. Graph Point: 90.0 at 50.86 MHz
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N/A = Not Applicable. * = Measured value out of spec. *** = Measured value is invalid.
--- = Disable/Bypassed Pair. xxx = No entry.

Printed with software revision A03.03.01.
Retrieved on 09/17/2020 at 10:58:41 AM



U/UTP#24X4P CABLE  4x2x24 x PE/PVC  DAO055467.D3S  09/02/2020  05:42:54 AM Page 6
DCM 3S-XLD Revision A03.03.01
Summary and Graphic: Return Loss (RL)
Pair Spec (Min)(dB) Measured(dB) Margin (dB) @ Frequency (MHz) Test Result
Pair 1 [5] 20.3 251 48 114 Passed
Pair 2 [6] 22.1 253 32 50.86 Passed
Pair 3[7] 20.3 251 48 114 Passed
Pair 4 [8] 22.1 25.2 31 50.86 Passed
Max. Graph Pqint: -25.1at 1.12 MHz Max. Graph Pqint: -24.8 at 1.16 MHz
100 Min. Graph Point: -52.7 at 39.63 MHz 100 Min. Graph Point: -51.2 at 56.02 MHz
-14.0 -14.0
-18.0 -18.0
g | B g/
el |
-220 ~—— .t -220 —— 1
JAY kh\-m; / /\ RH‘~ /

% -26.0 \ % -26.0 \

m m

b4 b4

= -300 v/\ /\ A 5 -300f—f /\ A

2 TV 2 URATRY -

: y : y

= fa \ = s A A

S -340 W nV" m 0 T -34.0 v .V' H '

dY\ I ﬁn f/V J\\ W\ A
-38.0 R M"h‘l \n/’\/ -38.0, \ v ' 1 m
-42.0 1 -42.0 t | b
-46.0 1 -46.0
-50.0 -50.0
2 3 4 5 10 20 30 40 50 100 2 3 4 5 10 20 30 40 50 100
Frequency(1 - 100 MHz; 401 scan points) Frequency(1 - 100 MHz; 401 scan points)
Max. Graph Pqint: -25.1at 1.14 MHz Max. Graph Pqint: -25.2 at 1.15 MHz
100 Min. Graph Point: -66.8 at 31.67 MHz 100 Min. Graph Point: -59.7 at 33.50 MHz
-14.0 -14.0
-18.0 -18.0
Hl ]
sl el
20 P e ol -zz.om\ —~— o 1]
A T / A T /

% -26.0 \ % -26.0

m m

< /\/\ < /\

< 300 A < 300 it o

1, i

[32] <

F 340 - 5 310 \/\/\ ML, ,

& JiY ) RN T
-380 ‘\\ M /j"‘\f -u\ I -380 V“ U i li , \VI
420, V ( W., -42.0 i : - l i
-46.0 un' [ -46.0 v
-50.0 -50.0

2 3 4 5 10 20 30 40 50 100 2 3 4 5 10 20 30 40 50 100
Frequency(1 - 100 MHz; 401 scan points) Frequency(1 - 100 MHz; 401 scan points)
N/A = Not Applicable. * = Measured value out of spec. *** = Measured value is invalid.
--- = Disable/Bypassed Pair. xxx = No entry.

Printed with software revision A03.03.01.
Retrieved on 09/17/2020 at 10:58:41 AM



U/UTP#24X4P CABLE  4x2x24 x PE/PVC  DAO055467.D3S  09/02/2020  05:42:54 AM Page 7
DCM 3S-XLD Revision A03.03.01
Summary and Graphic: Insertion Loss (IL)(Curve Fit)@20C
Pair Spec (Max)(dB/100.0 m) Measured(dB/100.0 m) Margin (dB/100.0 m) @ Frequency (MHz) Test Result
Pair 1 [5] 2.04 1.88 0.16 1.00 Passed
Pair 2 [6] 2.04 184 0.20 1.00 Passed
Pair 3[7] 2.04 187 0.17 1.00 Passed
Pair 4 [8] 2.04 184 0.20 1.00 Passed
Max. Graph Eoint: -1.88 at 1.00 MHz Max. Graph Eoint: -1.84 at 1.00 MHz
00 Min, Graph Point: -19.42 at 100,00 MHz 00 Min, Graph Point: -19.28 at 100,00 MHz
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N/A = Not Applicable.

--- = Disable/Bypassed Pair.

Frequency(1 - 100 MHz; 401 scan points)

* = Measured value out of spec.
xxx = No entry.

Frequency(1 - 100 MHz; 401 scan points)

*** = Measured value is invalid.

Printed with software revision A03.03.01.
Retrieved on 09/17/2020 at 10:58:41 AM
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DCM 3S-XLD Revision A03.03.01
Summary and Graphic: Near End Crosstalk Loss (NEXT)
Pair Spec (Min)(dB) Measured(dB) Margin (dB) @ Frequency (MHz) Test Result
Pair 1-2 485 59.6 111 1312 Passed
Pair1-3 57.2 64.3 71 3.42 Passed
Pair1-4 64.7 A 13.0 1.10 Passed
Pair 2 - 3 61.0 70.1 9.1 1.93 Passed
Pair 2 - 4 57.2 64.1 6.9 3.46 Passed
Pair 3- 4 35.9 47.8 119 91.14 Passed
Max. Graph Pojnt: -53.7 at 85.24 MHz Max. Graph Po[nt: -46.2 at 81.30 MHz
200 Min. Graph Point: -105.3 at 1.05 MHz 200 Min. Graph Point: -87.4 at 5.03 MHz
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N/A = Not Applicable. * = Measured value out of spec. *** = Measured value is invalid.
--- = Disable/Bypassed Pair. xxx = No entry.

Printed with software revision A03.03.01.
Retrieved on 09/17/2020 at 10:58:41 AM
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DCM 3S-XLD Revision A03.03.01
Summary and Graphic: Power Sum NEXT(PSNEXT)
Pair Spec (Min)(dB) Measured(dB) Margin (dB) @ Frequency (MHz) Test Result
Pair 1 [5] 54.2 63.6 94 3.46 Passed
Pair 2 [6] 54.0 63.1 9.1 3.53 Passed
Pair 3[7] 54.2 63.8 9.6 3.42 Passed
Pair 4 [8] 54.2 63.7 9.5 3.46 Passed
Max. Graph Po[nt: -45.6 at 81.30 MHz Max. Graph Po[nt: -45.3 at 70.20 MHz
200 Min. Graph Point: -78.9 at 5.82 MHz 200 Min. Graph Point: -78.8 at 2.27 MHz
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N/A = Not Applicable. * = Measured value out of spec. *** = Measured value is invalid.
--- = Disable/Bypassed Pair. xxx = No entry.

Printed with software revision A03.03.01.
Retrieved on 09/17/2020 at 10:58:41 AM
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DCM 3S-XLD Revision A03.03.01
Detail Discrete Frequencies ---Return Loss (RL)(dB)

Frequency 1.00 4.00 10.00 16.00 20.00 25.00 30.00 3125 62.50 80.00

Min Spec 20.0 23.0 25.0 25.0 25.0 24.3 237 23.6 215 20.7

Pair 1 [5] 29.4 35.0 37.6 384 40.4 374 37.8 435 39.6 425

Pair 2 [6] 29.8 335 38.0 37.8 32.7 34.2 34.9 325 34.0 30.5

Pair 3[7] 295 3h5.1 40.6 37.7 36.5 36.8 417 50.4 37.8 30.0

Pair 4 [8] 30.2 34.2 419 39.8 40.6 35.4 37.1 37.6 35.2 28.2
Continue:Return Loss (RL)(dB)

Frequency 100.00

Min Spec 201

Pair 1 [5] 355

Pair 2 [6] 36.0

Pair 3[7] 429

Pair 4 [8] 3.1

Detail Discrete Frequencies ---Insertion Loss (I1L)(dB/100.0 m)(Curve Fit)@20C

Frequency 1.00 4.00 8.00 10.00 16.00 20.00 25.00 3125 62.50 100.00

Max Spec 2.04 4.05 5.76 6.46 8.24 9.26 10.42 11.72 16.99 21.97

Pair 1 [5] 1.88 3.75 5.35 6.01 7.61 8.55 9.56 10.71 15.33 19.42

Pair 2 [6] 184 3.66 5.24 5.88 7.44 8.36 9.33 10.48 15.01 19.28

Pair 3[7] 187 3.72 531 5.97 7.55 8.48 9.49 10.62 15.20 19.32

Pair 4 [8] 1.84 3.66 5.24 5.88 7.44 8.37 9.38 10.49 15.10 19.23

Detail Discrete Frequencies ---Near End Crosstalk Loss (NEXT)(dB)

Frequency 1.00 4.00 10.00 16.00 20.00 25.00 30.00 3125 62.50 80.00

Min Spec 65.3 56.2 50.3 47.2 45.7 44.3 431 42.8 383 36.7

Pair 1-2 935 75.2 68.1 7.4 63.2 711 64.1 61.8 59.0 60.5

Pair1-3 76.9 66.6 64.9 75.9 75.0 58.1 68.5 69.6 64.1 52.7

Pair1-4 819 82.8 76.5 716 77.1 67.7 70.6 64.5 69.2 54.7

Pair 2 - 3 818 719 62.9 59.8 68.2 61.2 55.5 55.9 58.0 52.9

Pair 2 - 4 75.1 816 59.9 67.3 92.1 65.0 68.3 52.8 52.2 59.1

Pair 3- 4 101.9 73.6 66.2 63.2 67.2 65.5 614 63.0 53.9 54.8
Continue:Near End Crosstalk Loss (NEXT)(dB)

Frequency 100.00

Min Spec 353

Pair 1-2 62.1

Pair1-3 53.3

Pair1-4 7.7

Pair 2 - 3 60.2

Pair 2 - 4 46.8

Pair 3- 4 53.2

Detail Discrete Frequencies ---Power Sum NEXT(PSNEXT)(dB)

Frequency 1.00 4.00 10.00 16.00 20.00 25.00 30.00 3125 62.50 80.00

Min Spec 62.3 53.2 473 44.2 427 413 40.1 39.8 353 337

Pair 1 [5] 75.6 66.0 63.0 69.3 62.7 57.4 615 59.4 56.9 50.1

Pair 2 [6] 74.2 69.9 57.7 58.8 61.8 59.4 54.6 50.6 50.5 511

Pair 3[7] 75.6 64.9 59.7 58.1 64.2 55.9 54.1 55.0 517 435

Pair 4 [8] 74.2 725 58.9 60.9 66.4 61.2 59.1 52.1 49.9 50.9
Continue:Power Sum NEXT(PSNEXT)(dB)

Frequency 100.00

Min Spec 323

Pair 1 [5] 52.7

Pair 2 [6] 465

Pair 3[7] 49.8

Pair 4 [8] 45.9

N/A = Not Applicable.

--- = Disable/Bypassed Pair.

* = Measured value out of spec.

xxx = No entry.

*** = Measured value is invalid.

Printed with software revision A03.03.01.
Retrieved on 09/17/2020 at 10:58:41 AM



